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On March 24, 2005, at 0529 hours (CST), with Unit 2 at approximately 96 percent power, two unexpected
control room alarms were received for exceeding the Electro-Hydraulic Control System maximum combined
flow limit setpoint and open Turbine Bypass Valves. Several seconds later, high flow in the Main Steam
System resulted in a signal to close the Main Steam Isolation Valves that initiated an automatic reactor
scram. All control rods fully inserted and all other systems responded to the reactor scram as expected,
except for non-safety related equipment, the Turbine Generator Lube Oil Pump and the 2B Reactor
Feedwater Pump Auxiliary Oil Pump, which did not operate as required.

The root cause of this event is indeterminate. The most probable cause is attributed to an increase in
electrical resistance between electrical pins 13 and 22 on the “A54” card within the Electro-Hydraulic Control
System. The corrective actions to prevent recurrence are to replace the “A54” card backplane connector,
remake all termipoints on the connector for the “A54” card and to rework the remaining connectors between
electrical pins 13 and 22. The “A54” card backplane connector was replaced and the all termipoints on the
connector were remade prior to startup. The remaining connectors will be reworked during the next Unit 2
refueling outage.
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Dresden Nuclear Power Station (DNPS) Unit 2 is a General Electric Company Boiling Water Reactor with a
licensed maximum power level of 2957 megawatts thermal. The Energy Industry Identification System
codes used in the text are identified as [XX].

A. Plant Conditions Prior to Event:

Unit: 02 Event Date: 03-24-2005
Reactor Mode: 1 Mode Name: Power Operation Power Level: 96 percent
Reactor Coolant System Pressure: 1000 psig

B. Description of Event:

On March 24, 2005, at 0529 hours (CST), with Unit 2 at approximately 96 percent power, two
unexpected control room alarms were received for exceeding the Electro-Hydraulic Control System
(EHC) [TG] maximum combined flow limit setpoint and open Turbine Bypass Valves (TBVSs) [V].
Several seconds later, high flow in the Main Steam System (MS) resulted in a signal to close the
Main Steam Isolation Valves (MSIVs) [V] that initiated an automatic reactor scram. All control rods
fully inserted and all Group 1 Isolation Valves [V] closed as designed. The Group 2 and 3 Isolation
Valves [V] closed as expected and the Isolation Condenser [BL] was manually initiated to control
reactor pressure. All MSIVs fully closed within the required time and all other systems and
components responded as designed, except for non-safety related equipment, the Turbine
Generator Lube Oil Pump [P] and the 2B Reactor Feedwater Pump Auxiliary Oil Pump [P], which did
not operate as required.

Initial indications from the permanently installed recorders in the EHC cabinet showed a drop in the
output signal of the “A” EHC Pressure Regulator from 880 pounds to 750 pounds in approximately 4
seconds. The “A” EHC Pressure Regulator returned to 880 pounds after approximately 4 seconds.
However, the pressure regulator transient caused the Turbine Control Valves to ramp open and
several TBVs also opened. This resulted in an increase steam flow that caused the Group 1
Isolation on high MS flow.

The “A” EHC Pressure Regulator, Turbine Generator Lube Oil Pump and the 2B Reactor Feedwater
Pump Auxiliary Oil Pump were repaired and Unit 2 was connected to the grid at 2011 hours (CST)
on March 27, 2005.

This event is being reported in accordance with 10 CFR 50.73(a)(2)(iv)(A), “Any event or condition
that resulted in manual or automatic actuation of any of the systems listed in paragraph (a)(2)(iv)(B).
An automatic scram and isolation signals affecting containment isolation valves are listed in 10 CFR
50.73(a)(2)(iv)(B).

C. Cause of Event:

The root cause of this event is indeterminate. The most probable cause is attributed to an increase
in electrical resistance between electrical pins 13 and 22 on the “A54” card within the EHC.
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The investigation into this event identified that Unit 2 had experienced three events in 2002 that
exhibited similar characteristics to the event of March 24, 2005. Each of the 2002 events caused
control room alarms for exceeding the EHC maximum combined flow limit setpoint and signals to
open the TBV(s). However, the resulting increase in MS flow did not cause an automatic scram. The
investigations performed in 2002 focused on the failure or degradation of one or more of the
electronic components (i.e., circuit boards, potentiometers) in the “A” EHC Pressure Regulator. The
2002 investigation suspected that the problem was associated with the “A54” card. On January 9,
2003, the “A” EHC Pressure Regulator “A54” card was replaced. The “A54” card was sent to General
Electric (GE) for testing. On January 22, 2004, GE stated that the testing and analysis of the “A54”
card could not identify any specific component on the card that failed and it was suspected that the
failure mode was random and intermittent. GE concluded that it might be impractical to find the
cause of the events. The “A” EHC Pressure Regulator operated satisfactorily from January 2004 until
the event of March 24, 2005.

The 2005 investigation checked all the “A” EHC Pressure Regulator circuit and card connections that
could have caused the transient. No abnormalities, grounds or loose connections were found. The
“A45”, “C46” and “A54” cards from the “A” EHC Pressure Regulator were sent to a vendor for testing
and no abnormalities or failed components were found.

A circuit analysis was then performed in an attempt to identify the possible causes of the EHC
transient event. The analysis indicated that neither the “A45” nor “C46” cards are the likely sources
for the event. Further troubleshooting and analysis was not successful in determining the root cause
of the March 24, 2005, event.

The investigation concluded that the most probable cause was determined to be an increase in
electrical resistance associated with pins 13 and 22 of the “A54” card. Calculations identified that an
increase in electrical resistance of approximately 220 ohms for pin 22 or 2000 ohms for pin 13 could
have caused the event of March 24, 2005. Prior to startup, the “A” EHC Pressure Regulator “A45,”
“A54” and “C46” cards were replaced, the “A” EHC Pressure Regulator “A54” card backplane
connector was replaced and the all termipoints on the connector were remade. The remaining
connectors to the “A” EHC Pressure Regulator “A54” card will be reworked during the next Unit 2
refueling outage.

D. Safety Analysis:

The safety significance of the event is minimal. The Dresden Nuclear Power Station Updated Final
Safety Analysis Report Section 15.1, “Increase in Heat Removal by the Reactor Coolant System,”
analyzed a design basis transient for increased steam flow that results in an automatic reactor scram
and subsequent control of reactor pressure with the Isolation Condenser. The transient was
analyzed as a moderate frequency event and the results of the analysis demonstrate that the plant
transient response was within design limits. Therefore, the consequences of this event had minimal
impact on the health and safety of the public and reactor safety.
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E. Corrective Actions:

The “A” EHC Pressure Regulator “A45,” “A54” and “C46” cards were replaced.

The “A” EHC Pressure Regulator “A54” card backplane connector was replaced and the all
termipoints on the connector were remade.

The remaining connectors to the “A” EHC Pressure Regulator “A54” card will be reworked during the
next Unit 2 refueling outage.

F. Previous Occurrences:

A review of DNPS Licensee Event Reports (LERS) for the last five years did not identify any similar
events.

G. Component Failure Data:
NA
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